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Site Existing Conditions General Notes

1. THIS EXISTING CONDITIONS PLAN
SHOWING ABOVE AND BELOW GROUND
UTILITIES, AND THE BASE INFORMATION
USED TO PREPARE THESE CONSTRUCTION
DRAWINGS ARE BASED ON AN AS—BUILT
TOPOGRAPHIC AND PROPERTY SURVEY
PREPARED FOR THE VETERANS
ADMINISTRATION PITTSBURGH HEALTHCARE
SYSTEM BY GAI, CONSULTANTS

(412-476-2000). PROJECT #
2006-465—00. UNDERGROUND
FACILITIES, STRUCTURES & UTILITIES
HAVE BEEN PLOTTED BY GAI, INC. FROM
A COMBINATION OF FIELD SURVEY AND
AVAILABLE AS—BUILT PLANS AND
RECORDS. THEREFORE, THEIR LOCATION
AND SIZE MUST BE CONSIDERED
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T N o 2. CONTRACTOR SHALL FIELD VERIFY
— X S EXISTING CONDITIONS AND VERIFY EXACT
ﬁ | LOCATION AND DEPTH OF UNDERGROUND
7 7 FMERGFNCY § L] UTILITIES BEFORE ANY TYPE OF
o 7 7 ‘S m : . P o — = = = EXCAVATION BEGINS.

— N\ rwsTinG T 3. CONTRACTOR SHALL NOTIFY PA ONE
STEAM/ELECTRICAL ) CALL SYSTEM, INC. IN ACCORDANCE WITH
TUNNEL | ~— | PA ACT 38 FOR LOCATION AND MARKING
e N lll OF UNDERGROUND UTILITIES.
I

one and one half inches = one foot

NS 4. CONTRACTOR SHALL BE RESPONSIBLE
— \ FOR SECURING AND UTILIZING AN
\\ UNDERGROUND UTILITY LOCATING SERVICE
N TO MARK ON THE GROUND SURFACE THE
b LOCATION OF UNDERGROUND UTILITIES
N ON SITE THAT ARE NOT COVERED IN THE
] PA ONE CALL NOTIFICATION.
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<> DE—ENERGIZE AND REMOVE ALL
TELECOMMUNICATION CABLING FED FROM
BUILDING #5. DE—ENERGIZE AND PULL BACK

‘ FIRE ALARM OPTICAL FIBER CABLE.

VAPHS HOSPITAL RE—ESTABLISH CAMPUS FIRE ALARM LOOP IN

F.FE 1177.42 BUILDING #5. SCHEDULE ANY OUTAGE WITH

GROUND FL. 1163.01 CONTRACTING OFFICERS TECHNICAL

REPRESENTATIVE.
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HYDRANT #4, RN
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@ DE—ENERGIZE AND REMOVE ALL CABLING. CUT
AND CAP UNDERGROUND CONDUIT FOR FUTURE
g EXTENSION.

/ EXISTING GUARD SHACK TO BE DE—ENERGIZE,
TP S IF——+ — DISCONNECTED AND REMOVED AFTER NEW
P L], _D ———————— *\yﬁTg\ j | < SHACK IS OPERATIONAL. MAINTAIN

HoRL | TELECOMMUNICATION SERVICE TO SHACK UNTIL
NEW SHACK IS OPERATIONAL.
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three quarters inch = one foot
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DIESEL VAULT ALARM PANEL. DE—ENERGISE,
DISCONNECT AND REMOVE ALARM PANEL AND
RELOCATE. SEE DRAWING TSO0-201 FOR

RELOCATION.
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one quarter inch = one foot
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